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CLIENT INFORMATION
Client Name:   John, and Jane Doe

Mailing Address:   1236 Longview Drive

City, State, Zip:   Silvertown, AR. 76589

PROPERTY INFORMATION
Property Address:   1236 Longview Drive

City, State, Zip:   Silvertown, AR. 76589

Property Type:   Standard Home Inspection

Occupied:   Yes

Utilities On:   Yes

INSPECTOR
Vernon Neal

301 Leslie Ann Drive

Jonesboro, AR, 72401

WEATHER CONDITIONS
Today's Weather:   Clear and sunny      Temperature: 50 - 60 

Recent Weather:   Heavy rain

AGENT INFORMATION
Selling Agent:

Selling Realtor:

Listing Agent:

Listing Realtor:

ATTENDEES
Buyer  Buyer's Agent  Seller's Agent      

HOME WARRANTY RECOMMENDED: NO

INSPECTION FEES
Sub Total: $0.00

Sales Tax: $0.00

Total Fees: $0.00

Amount Received: $0.00

Balance Due: $0.00

PAYMENT INFORMATION
Payment Method:       

Credit Card Type:   

INSPECTOR'S SIGNATURE

A conscientious effort has been made as to the accuracy of the material contained 
in this report. Inspection Depot, Inc., nor the individual inspector will assume any 
liability for its use. © 2004 - Inspection Depot, Inc.

Note: Please be aware that in light of current issues on mold / fungi contamination in buildings, any comment in this report that indicates water
damage, water stains or plumbing leaks should be considered as possible areas of mold growth. Mold testing is not included in this limited inspection process
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[ + = Additional Evaluation - Upgrade Advised Prior To Closing   /    ? = Unknown   /   Subjective Judgement   /    ! = Safety Hazard  ]

 

MINOR CONDITIONS ( = greater than $50):

131. Missing / Inadequate Vapor Barrier
Vapor barrier has been disturbed and does not provide the protection 
as intended. Recommend correction.

142. Blown Insulation in contact with ground.
Blown insulation in contact with ground should be evaluated by licensed 
termite contractor.

211. Caulk / Seal Door / Window Openings
Caulking cracked and peeling at doors and windows. Recommend 
repair as needed.

213. Wood Decay / Rot
Wood rot decay noted on West window sash. Repair/Replace as 
needed.

243. Joints in Drive
Provide seal between joints in slab to prevent water intrusion, and 
possible premature deterioration.

302. Rusty Flashing(s) - Seal/Paint/Replace
Improper step flashing noted at roof penetrations. Recommend 
evaluation and repair by licensed roofing contractor

311. Nail Pops / Curling / Torn Shingles
Isolated nail pops noted. Seal/repair as needed.Roof shows typical 
defects due to aging process. While roof does not leak at current time, 
suggest budgeting repair or replacement within next 5 years. 
One shingle missing on NE corner of Wester exposure. Repair by 
licensed roofing contractor suggested.

315. Leakage / Rotted Sheathing / Stains

Moisture stains noted in attic around chimney chase. Suggest 
evaluation by Licensed Roofing Contractor.

403. Toilet / Tub / Sink
Leakage noted to faucet for bonus bathroom tub. Repair as 
needed.

409. Clogged Sink / Tub / Shower / Toilet / Laundry
Slow drain noted/whirlpool. Flush/clean as needed.

524. GFI Circuit Breaker Receptacle [ ! ]
GFCI circuit breaker did not trip when tested at the pool sub panel. 
Left side of Kitchen sink. Repair/replace as needed.

542. Ancillary devices in main panel.
Door bell transformer hanging by leads in main panel. Recommend 
support or remove from panel.

624. Evaluation by HVAC Contractor
Slight rust was noted at bottom of burners. Owner states it has 
been more than 1 year since system was serviced, Recommend 
maintenance and evaluation by licensed HVAC contractor.

728. Garage Door Auto-Reverse / Opener [ ! ]
Ex Excessive downward force noted. Door did not reverse when 
coming into contact with obstruction. Recommend adjust/repair as 
needed.

836. Water / Moisture Stains*
Moisture stain noted at SE corner of first floor bedroom.  Check 
historical data with seller.
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CHARACTERISTICS:

1.1  FOUNDATION TYPE
 Block, Concrete  Footer, Pile Foundation System

1.2  ABOVE GROUND
Main Beam:  Wood
Floor Support:  Built Up Girder, Has Bridging, Manufactured Floor Truss, 

Plywood Sub Floor
Outer Walls:  Wood Frame Construction
Interior Walls:  Wood Frame Construction

1.3  SLAB ON GRADE
Comments - N/A

1.4  CRAWL SPACE
Characteristics:  Combination Basement, Crawl, Dirt Floor, Entire Area, 

Exposed Electrical, Parts Not Visible, Vapor Barrier (Inspection 
Limited), Vented Noted

Access:  Entered (Partial Inspection Only)
Main Beam:  Manufactured Built Up Truss
Floor Support:  Manufactured Floor Truss, Plywood Sub Floor
Foundation Walls:  Concrete Block

1.5  BASEMENT
Size:  Basement, Part Area Only
Access:  Entered
Stairs:  Wood Construction, Wood Handrail
Walls / Ceiling:  Painted, Panel  (Visibility Iimited)
Floor:  Carpet Flooring, Concrete Floor, Painted Floor
Exposed Coils / Beams:  Wood Beams
Exposed Floor Joists:  Manufacturered Floor Truss
Drain Tile To:  Not Visible
Heat / Cool:  Part Only
Finishes:  Limits Inspection, Part Only
Other basement Characteristics:  Carpeted, Floor Drain, Owner's 

Belongings, Recently Painted, Shelves  (Limits Inspection), 
Window

1.6  OTHER COMMENTS
Comments - N/A

MAJOR CONDITIONS ( = greater than $500):
Comments - N/A

MINOR CONDITIONS ( = greater than $50):

131. Missing / Inadequate Vapor Barrier
Vapor barrier has been disturbed and does not provide the 
protection as intended. Recommend correction.

142. Blown Insulation in contact with ground.
Blown insulation in contact with ground should be evaluated by 
licensed termite contractor.

STANDARD DISCLOSURES:

125. Soil in Crawl Space Area Damp.
Heavy rainfall previous day(s).
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CHARACTERISTICS:

2.1  SURFACE MATERIALS
Surface Type:  Brick Veneer, Brick Veneer Taken Below Grade
Shingles:  Asphalt Shingles
Siding:  Aluminum Siding, Vinyl Siding

2.2  OUTBUILDINGS / GARAGE
Garage Description:  Attached, Double Car Garage
Garage Door:  Auto Opener, Auto Reverse, Metal Door, Side Hung Door

2.3  FEATURES
Front Porch:  No Access/Inspection Underneath, Wood Construction
Windows / Doors:  Aluminum, Wood
Steps:  Concrete Steps
Deck:  Post & Beam, Pressure Treated, Rail(s), Wood
Driveway:  Concrete
Patio / Paths:  Concrete

2.4  OTHER COMMENTS
Comments - N/A

MAJOR CONDITIONS ( = greater than $500):
Comments - N/A

MINOR CONDITIONS ( = greater than $50):

211. Caulk / Seal Door / Window Openings
Caulking cracked and peeling at doors and windows. Recommend 
repair as needed.

213. Wood Decay / Rot
Wood rot decay noted on West window sash. Repair/Replace as 
needed.

243. Joints in Drive
Provide seal between joints in slab to prevent water intrusion, and 
possible premature deterioration.

STANDARD DISCLOSURES:

227. Cracked Drive / Path - Typical
Comments - N/A

230. Large Trees Adjacent House
Large tree noted at South end of house. Maintain growth/monitor.
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5 Year Roof Replacement Probability = High Roof Replacement 
Probability

CHARACTERISTICS:

3.1  CONSTRUCTION STYLE
Roof Age:  20
Inspected From:  Partial Roof walk
Roof Type:  Average Roof Slope, Hipped  Roof, Rafter Framing
Sky Lights:  0
Roof Complexity:  Typical
Leak Probability:  Medium

3.2  MATERIALS / COMPONENTS
Sheathing / Type:  Board
Shingle Type:  Fiberglass Ashphalt Shingles

3.3  ATTIC (no access to attic corners, eaves, vaulted roof areas etc.)
Restricted Access To:  Back, Corners, Front
Visible Insulation:  Batt- Blanket insulation
Insulation Thickness:  (inches): < 8" +/-
Number Of Turbines:  3

3.4  CHIMNEY(S)
Type:  Brick Chimney, Cement Coping, Spark Arrester
Visible Flue Liner:  Not Accessed - Due to Orientation

3.5  GUTTERS / SPOUTS
Coverage:  None

3.6  OTHER COMMENTS
Comments - N/A

MAJOR CONDITIONS ( = greater than $500):
Comments - N/A

MINOR CONDITIONS ( = greater than $50):

302. Rusty Flashing(s) - Seal/Paint/Replace
Improper step flashing noted at roof penetrations. Recommend 
evaluation and repair by licensed roofing contractor

311. Nail Pops / Curling / Torn Shingles
Isolated nail pops noted. Seal/repair as needed.Roof shows typical 
defects due to aging process. While roof does not leak at current 
time, suggest budgeting repair or replacement within next 5 years. 
One shingle missing on NE corner of Wester exposure. Repair by 
licensed roofing contractor suggested.

315. Leakage / Rotted Sheathing / Stains
Moisture stains noted in attic around chimney chase. Suggest 
evaluation by Licensed Roofing Contractor.

STANDARD DISCLOSURES:
Comments - N/A
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CHARACTERISTICS:

4.1  WATER SUPPLY AND DRAINAGE SERVICES TO BUILDING
Water Service:  Public Sewer, Public Water
Drains / Vents:  Cast Iron Drain Lines

4.2  WATER MAIN / METER
Water Meter:  External
Meter Location:  Center of lot, on East side.
Water Pressure:  60 PSI +/-
Time Tested:  9:00 AM
Water Off:  Yes
House Shut Off Valve Location:  At main meter
Water Meter Flow Detector Stable:   Yes (Not Guarantee)
Other:  Frost Proof Hose Bibs

4.3  BATHROOM(S)
Fixtures:  Basin(s), Floor Mounted, Shower Enclosure(s), Toilet(s), Tub - 

Shower Enclosure, Tub(s)
Bath Materials:  Fiberglass Unit
Safety Glass Stamp At Shower Enclosure?  Not Confirmed Due To 

Visibility
Bath Other:  No Access Under Tub, Shower Pan(s) Filled - No Leakage 

Noted

4.4  KITCHEN
Fixtures:  Disposal, Double Sink, Single Laundry Sink, Stainless Steel
Disposal Switch Location:  Wall

4.5  OTHER COMMENTS
Comments - N/A

MAJOR CONDITIONS ( = greater than $500):
Comments - N/A

MINOR CONDITIONS ( = greater than $50):

403. Toilet / Tub / Sink
Leakage noted to faucet for bonus bathroom tub. Repair as 
needed.

409. Clogged Sink / Tub / Shower / Toilet / Laundry
Slow drain noted/whirlpool. Flush/clean as needed.

STANDARD DISCLOSURES:
Comments - N/A
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CHARACTERISTICS:

5.1  SERVICE TO BUILDING (electromagnetic fields not checked)
Main Panel Location:  Pantry
Ampere Rating:  200
Meters:  1 Meter, Located Outside
Voltage Rating:  120 / 240 (three wire)

5.2  PANEL BOX(S) AND DISTRIBUTION
 Toggle Light Switches
 Not All Light Switches, Not All Receptacles Identified - Operated 
(Check W/Seller), Not Operated (check with seller)

Panel Type:  Circuit Breaker Panel
Main Disconnect:  Circuit Breaker
Service Grounding To:  Outdoor Rod - Rods(s) (Not Visible)
120 Volt Wiring:  Copper Conductors
240 Volt Wiring:  Aluminum Conductors (approved in most areas), Copper 

Conductors
Wiring Type:  Romex
Five Year Replacement Probability:  Low
Ground Fault Interrupter (GFI):  Bathrooms, Kitchen
120 Volt Outlets:  GFCI Receptacles

5.3  EQUIPMENT PRESENT IN BUILDING
Smoke Detectors:  Battery Type - Replace Quarterly (Test Regularly - 

Prior to Occupation)
Carbon Monoxide Monitors:  Yes- (Test Regularly - Prior to Occupation)
Other:  Cable Television (not inspected), Ceiling Fan(s), Central Vacuum  

(not tested), Dining Room Chandeleer, Intercom/ Radio (not Tested), 
Security System (not inspected), Switch Operated Ceiling Fans

5.4  OTHER COMMENTS
Comments - N/A

MAJOR CONDITIONS ( = greater than $500):
Comments - N/A

MINOR CONDITIONS ( = greater than $50):

524. GFI Circuit Breaker Receptacle [ ! ]
GFCI circuit breaker did not trip when tested at the pool sub panel. 
Left side of Kitchen sink. Repair/replace as needed.

542. Ancillary devices in main panel.
Door bell transformer hanging by leads in main panel. Recommend 
support or remove from panel.

STANDARD DISCLOSURES:
Comments - N/A
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CHARACTERISTICS:

6.1  HEATING SOURCE
Energy Type:  Electric, Gas
Delivery Type:  Forced Air, Refrigerant
Fuel Shut Off Valve Location:  Gas Meter on Exterior West side of home.

6.2  FORCED AIR HEATING
Number Of Heat Zones:  1
Age:  12
Furnace Type:  Forced Air Furnace
Motor Blower:  Direct Drive
Flue:  Metal Flue, Metal Flue Cap
Furnace Features:  Air Filter, Gas Valve, High Limit Switch, Manual Pilot 

Light, Steel Heat Exchanger
Supply Registers Located:  High, Low
Return Registers Located:  High, Low

6.3  COOLING SYSTEM
Number Of Cooling Zones:  1
Age:  12
Tonnage:  5 Ton
Characteristics:  System AGED / Operable (Budget Upgrade), Uses Heat 

Ductwork
Condensation:  Condensate Pipe
Cooling Testing:  Outside Temperature Prohibited Test

6.4  WATER SYSTEM
Comments - N/A

6.5  MISCELLANEOUS
Thermostats:  Set Back Thermostat
Ductwork:  Ductwork in Crawl Space, Metal Ductwork
Gas Log:  Gas Log Pilot Light Off - Not Operated / Check Prior to Closing, 

Unvented Gas Log

6.6  ZONES
Zone 1:  Main Area, Ext.Unit S/N: 325N76589, Ext. Unit 5 Year 

Replacement Probability: High Probability of Replacement, Int.Unit 
S/N: TR453210NCX, Int. Unit 5 Year Replacement Probability: 
High Replacement Probability, Tested For Heating, Supply: 130/70

6.7  OTHER COMMENTS
Comments - N/A

MAJOR CONDITIONS ( = greater than $500):
Comments - N/A

MINOR CONDITIONS ( = greater than $50):

624. Evaluation by HVAC Contractor
Slight rust was noted at bottom of burners. Owner states it has 
been more than 1 year since system was serviced, Recommend 
maintenance and evaluation by licensed HVAC contractor.

STANDARD DISCLOSURES:
Comments - N/A
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CHARACTERISTICS:

7.1  WATER HEATER AND ASSOCIATED EQUIPMENT
1.  Gallons: 50, Location: Garage, Serial Number: BR549
Description:  Draft Divertor, Gas, Gas Valve, Pan, Relief Valve Fitted, Hot 

Water Temp: 120

7.2  APPLIANCES
Washer:  120 V., Aged/Operable Condition
Dryer:  Good Condition
Oven:  Aged/Operable Condition
Fan:  Average Condition, Filter
Refrigerator:   Dispenser, Average Condition, Fountain, Frost Free, Ice 

Dispensor, Ice Maker
Trash Compactor:  Average Condition
Dishwasher:  Good Condition
Disposal:  Good Condition

7.3  WATER MANAGEMENT SYSTEM PRESENT
Comments - N/A

7.4  POOL / SPA EQUIPMENT PRESENT
Comments - N/A

7.5  MISCELLANEOUS EQUIPMENT
 Door Bell(s), Garage Door Auto Reverse, Garage Door Opener

7.6  OTHER COMMENTS
Comments - N/A

MAJOR CONDITIONS ( = greater than $500):
Comments - N/A

MINOR CONDITIONS ( = greater than $50):

702. No Relief Valve / Pipe at Water Heater [ ! ]
Relief pipe missing at water heater. Potential scald hazard. 
Upgrade recommended.

728. Garage Door Auto-Reverse / Opener [ ! ]
Ex Excessive downward force noted. Door did not reverse when 
coming into contact with obstruction. Recommend adjust/repair as 
needed.

STANDARD DISCLOSURES:
Comments - N/A
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CHARACTERISTICS:

8.1  FLOOR FINISHES
Other Floor:  Carpets, Hardwood, Rugs

8.2  WALL / CEILING FINISHES
Material:  Sheetrock
Walls:  Paint, Wallpaper
Ceilings:  Flat, Paint, Popcorn

8.3  WINDOWS
 Aluminum Windows, Double Hung Sash, Wood Windows

8.4  DOORS
 Hinged Doors, Hollow Core, Painted, Solid Core, Storm Doors, Veneer, 
Wood, Wood Frames

8.5  FIREPLACES
 BrickHearth and Front, Damper Closed (not opened), Mantle, Masonry, 
Tile Hearth and Front

8.6  PORCHES
Comments - N/A

8.7  FEATURES
 Bedroom Closets, Carpet Stair Finish, Furnishings Prevent Full 
Inspection, Handrail, Staircase Railings Wood

Kitchen Counters:  Composite Cabinetry, Hardwood Bathroom Cabinets, 
Hardwood Kitchen Cabinets, Laminate Counter Tops

8.8  OTHER COMMENTS
Comments - N/A

MAJOR CONDITIONS ( = greater than $500):

Comments - N/A

MINOR CONDITIONS ( = greater than $50):

836. Water / Moisture Stains*
Moisture stain noted at SE corner of first floor bedroom.  Check 
historical data with seller.

STANDARD DISCLOSURES:

813. Window Seals Broken / Fogged
Fogged windows noted to : Great room area.
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142. Blown Insulation in contact with ground. 213. Wood Decay / Rot

302. Rusty Flashing(s) - Seal/Paint/Replace 302. Rusty Flashing(s) - Seal/Paint/Replace
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315. Leakage / Rotted Sheathing / Stains 542. Ancillary devices in main panel.

836. Water / Moisture Stains*


